Data interpolated from MEPA digital siteplan due to lack of access.
**LEGEND**

- Proposed Culverts
- Existing 132 KV and 33 KV Ducts and service tunnel
- Proposed 33KV cable
- Proposed 3.3KV cable
- Proposed 415V cable

**TERMINATION POINTS**

- B: 33KV Calor Emag switchgear
- C1: 3.3KV station board 1
- C2: 3.3KV station board 2
- E: Phase 1 Essential Services Switchboard (415V)

**TEMPORARY SUPPLY**

- 400A
- 200A

---

*Final cable layout from this point to point of usage up to contractor*

*PALM TREE PLANTER TO BE REMOVED TO MAKE SPACE FOR CULVERT*