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Reception Hall

Mechanical Pre-Treatment Hall

Wet Pre-Treatment Hall

RDF Loading Bay

Biofilter

Emergency Group

Motor Control Board Dry Treatment
Main Low Voltage Switchgear
Medium Voltage

Transformers

Air Compressors

Motor Control Board Wet Treatment

Control Room

Reservoir 8000 cum
Reservoir 3000 cu m
Reservaoir 2000 cum
Fire Pump

Administration Building

Wheel Wash

RDF Storage Location
Pipe Bridge
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bate House & Weighbridge

Input/output of containers
Input/output of mobile equipment
Lone for storage containers

Lone for storage containers (Zm3)
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